Abstract: A hybrid system was analyzed and optimized to produce electric energy in non-interconnected zones in the Colombian Caribbean region, contributing to the reduction of greenhouse gas emissions and the improvement in efficient energy management. A comparative analysis of the performance of hybrid was conducted using a proposed model, built with historical data for meteorological conditions, wind speed, and solar radiation. The model is integrated by a Southwest Wind Power Inc. wind turbine AIR 403, a proton-exchange membrane fuel cell (PEM), an electrolyzer, a solar panel, and a regulator based on proportional, integral, and derivative (PID) controllers to manipulate oxygen and hydrogen flow entering in the fuel cell. The transient responses of the cell voltage, current, and power were obtained for the demand of 200 W under changes in solar radiation and wind speed for each day of the year 2013 in different meteorological stations, such as Ernesto Cortissoz airport, Puerto Bolívar, Alfonso Lopez airport, and Simon Bolívar airport. Through the adjustment of the hydrogen and oxygen flow into the fuel cell, the maximum contribution of power generation from the fuel cell was presented for the Simon Bolívar airport in November with a value of 158.35 W (9.45%). Multiobjective design optimization under a Pareto diagram front is presented for each place studied to minimize the levelized cost of energy and CO 2 emission, where the objective control variables are the number of panel and stack in the photovoltaic (PV) system and PEM.
Introduction
As a measure to the global issue of greenhouse gas emissions and global warming, several countries around the world [1] , especially countries in development processes [2] , such as India, Pakistan, Nepal, Afghanistan, and so on [3] , have begun to diversify their energy matrix by incorporating renewable energy generation systems [4] . The potential for growth of these generation systems has allowed this solution to be positioned as a mature technology in the energy sector, thus attracting the interest of the European scientific community [5] , which plays an essential role for the improvement of worldwide environmental indicators [6] .
Several countries such as China, USA, Germany, Spain, and others have been using renewable energy resources during the last decade [7] . Colombia is not the exception, national regulations have motivated the rational use of energy and preservation of the environment [8] , emphasizing in harnessing renewable energy resources such as solar [9] and wind energy [10] . Nevertheless, alternative [21] , with advantages such as the use of few parts, low maintenance requirements and quiet operation [22] . Even in Mexico, the study of this technology in Veracruz was highlighted [23] , although the properties of the renewable resource in this region are different from the available in Colombia.
Thus, traditionally in different countries, and especially Colombia, has been widely considered the supply of electricity to communities away from the electricity grid through fossil fuels. Even today, it is common to find isolated communities, which have electricity a few hours a day with fuel generation and a minigrid. However, this solution presents some problems, such as the cost of fuel, which increases the cost of electricity supply. Although in some countries there are state subsidies for fuel used in isolated electricity generation, which reduces the final cost to the user, the cost to society is the same, since it is the state that assume the cost, rather than the user. The transport of fuel also represents an important portion of the cost of supply, being a limiting factor, since in most cases they are communities far away and isolated from the main transport routes. On the other hand, this form of generation has a negative environmental impact, due to greenhouse gases, and possible fuel spills during transportation and storage.
As an alternative, small-scale renewable generation systems have been developed, including photovoltaic, wind, hydro, and biomass systems to meet the demands of small residential units. These technologies have the advantage of very low operating and maintenance costs; however, in many cases, the investment costs are higher than the fossil generation alternative.
The main contribution of this study is to evaluate the complementarity of wind, solar, and electric power generation in a proton-exchange fuel cell (PEM), through a mathematical model of a hybrid system operating in different places in the Colombian Caribbean Region for a specific demand of 200 W. A multiobjective optimization under a Pareto front is presented for each place studied to minimize the levelized cost of energy and CO 2 emission. The results obtained help to contribute to the economic and technical viability of the adoption of this technology to the local context in Colombia.
Methodology

Description of the Region and Information
The Colombian Caribbean region, as shown in Figure 1 , is located in the north of the country with a population of approximately 11 million people, located in the area of roughly 132,270.5 km 2 (11.6% of the national territory) [24] . It is bounded to the north by the Atlantic Ocean, to the east by Venezuela, to the west by the Pacific Ocean and the south by the Andean region is made up from flat areas except Magdalena and the snow-capped mountains (5755 m) and a full coastal region. Also, with a climatic diversity ranging from tropical to subtropical, where the average temperature is 30 • C and even reaching up to 35 • C in the Riohacha because of its arid and desert zone.
System Description
The hybrid energy power generation system (HEPGS), as shown in Figure 2 , is composed by a solar power generation module with a unit power ratio of 37.08 W, a maximum voltage and current of 16.56 V and 2.25 A, respectively, for a total of 36 cells in series and 1 in parallel [25] . A Southwest Wind Power Inc. wind turbine AIR 403 has the ability to generate a peak power of 820 W at a wind speed of 40 miles/hour [25] . Finally, a PEM fuel cell, which produces 401.23 W, a voltage and current of 48 V and 8.26 A, when a molar flow of hydrogen and oxygen of 0.005 mol/s at 25 • C is supplied to the chemical reaction. The system was complemented with an electrolyzer for the generation of hydrogen and power regulator that operates with two PID controllers tuned to the Ziegler Nichols method to manipulate the flow of oxygen and hydrogen that has been supplied to the cell [19] . 
Mathematical Fuel Cell Model
The behavior of the PEM type fuel cell has been previously studied by [18] , where the thermodynamic potential E is calculated using the Nernst equation [26] , resulting in the Equation (1 
where E means energy and T is the operating temperature. The concentration of dissolved oxygen in the gas-liquid interface ( o ) is defined by Henry's law, as shown in Equation (2) o = 5.8 × 10 exp −498 (2) 
where E means energy and T is the operating temperature. The concentration of dissolved oxygen in the gas-liquid interface ( o ) is defined by Henry's law, as shown in Equation (2) o = 5.8 × 10 exp −498 (2) Figure 2 . Schematic diagram for a hybrid power generation system.
The behavior of the PEM type fuel cell has been previously studied by [18] , where the thermodynamic potential E is calculated using the Nernst equation [26] , resulting in the Equation (1) where E means energy and T is the operating temperature. The concentration of dissolved oxygen in the gas-liquid interface (Co 2 ) is defined by Henry's law, as shown in Equation (2)
The overvoltage activation (η act ) and the internal resistance (R int ) are calculated by the experimental relationships presented in Equations (3) and (4) as
where the electric current of the cell is I FC . Fuel cell current and activation resistance are related as Equation (5)
The output voltage of the fuel cell V is given by Equation (6)
The overvoltage activation ( ) and the internal resistance ( ) are calculated by the experimental relationships presented in Equations (3) and (4) 
where the electric current of the cell is IFC. Fuel cell current and activation resistance are related as Equation (5) = −
where and refer to the ohmic and activation voltage, respectively. The dynamics of the activation voltage of the fuel cell is described by Equation (7) = −
where the letter C represents capacitance, the loss of the ohmic voltage and the total voltage contained in the fuel cell Vstack is described by Equations (8) and (9) respectively
Anode and cathode pressure are calculated as shown in Equations (10) and (11)
where R represents the universal constant of the gases, F the constant of Faraday, and finally the and the molar density and mass flow of each element, respectively. By the other side, the energy balance in the air-cooled fuel cell was expressed by Equation (12)
The rate of hydrogen production in the electrolyzer is given by Faraday's Law as shown in Equation (13)
where nF, nC, and Ie represent Faraday efficiency, serial electrolyzed number, and the electrolyzer´s current, respectively. Finally, the relationship between the theoretical and actual maximum amount of hydrogen produced by the electrolyzing is given by Equation (14) = 96.5exp 0.09 − 75.5
Mathematical Model of the Photovoltaic Solar Panel
The model used for the photovoltaic solar system is described in Equations (15) and (19), where
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where R represents the universal constant of the gases, F the constant of Faraday, and finally the ρ and . m the molar density and mass flow of each element, respectively. By the other side, the energy balance in the air-cooled fuel cell was expressed by Equation (12)
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The model used for the photovoltaic solar system is described in Equations (15) and (19), where economic evaluations were made for different configurations [18] , as well as applications of control techniques [19] , through the use of parameters and operating values of the modeling of this type of systems [25] , where the panel current is given by Equation (15) [25]
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where Iph is the photovoltaic current, ISCr is the current short-circuit, and is the lighting of photovoltaic modules.
In the same way, the inverse saturation current is defined ( ) and the saturation current ( , which is dependent on the temperature of the panel, they are given by the Equations (16) and (17), respectively
where VOC is the solkar module open-circuit voltage, q represents the electron charge, A is the flow area, Ego is the band space for silicone, and Ns the number of components connects in the system. The output current of the cell corresponds to Equation (18)
where = , = 1, and = 36. Finally, the total power is given by Equation (19)
The performance of the photovoltaic cell is related to the solar irradiation available at the site of operation of the system, which for this study was based on the year 2013 [27] , resulting in the behavior shown in Figure 3 . where Iph is the photovoltaic current, ISCr is the current short-circuit, and is the lighting of photovoltaic modules.
The performance of the photovoltaic cell is related to the solar irradiation available at the site of operation of the system, which for this study was based on the year 2013 [27] , resulting in the behavior shown in Figure 3 .
is the lighting of photovoltaic modules.
In the same way, the inverse saturation current is defined (I rs ) and the saturation current (I o ), which is dependent on the temperature of the panel, they are given by the Equations (16) and (17), respectively
where V OC is the solkar module open-circuit voltage, q represents the electron charge, A is the flow area, E go is the band space for silicone, and N s the number of components connects in the system. The output current of the cell corresponds to Equation (18)
where V PV = V OC , N p = 1, and N s = 36. Finally, the total power is given by Equation (19)
The similarity in the behavior of the power generated by the PV, at the Ernesto Cortissoz airport and Puerto Bolívar, is due to the irradiation, which is similar in both places. In the same way, the behavior for the other two energy substations is correlated to the same effect. The dimensioning of the PV system was given in order to meet the consumption of the processing unit of a weather station to be installed in the Colombian Caribbean region.
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The performance of the photovoltaic cell is related to the solar irradiation available at the site of operation of the system, which for this study was based on the year 2013 [27] , resulting in the behavior shown in Figure 3 . The similarity in the behavior of the power generated by the PV, at the Ernesto Cortissoz airport and Puerto Bolívar, is due to the irradiation, which is similar in both places. In the same way, the behavior for the other two energy substations is correlated to the same effect. The dimensioning of the PV system was given in order to meet the consumption of the processing unit of a weather station to be installed in the Colombian Caribbean region. 
Mathematical Model of the Wind Power
The third source of energy presented in the hybrid system was wind energy, which is a function of wind speed at the operating height of the wind turbine. For the projection of wind speed at axle height, Hellmann's law was applied [28] as is shown in Equation (20) 
where v is the wind speed at height h to be calculated, v o is the wind speed at a reference height h o , and ∝ is the wind velocity at the altitude of the relative roughness, values available for these places in the wind Atlas [28] . The dynamic behavior of the power generated by the wind turbine operating in each of the study sites is shown in Figure 4 .
The third source of energy presented in the hybrid system was wind energy, which is a function of wind speed at the operating height of the wind turbine. For the projection of wind speed at axle height, Hellmann's law was applied [28] as is shown in Equation (20)
where is the wind speed at height h to be calculated, is the wind speed at a reference height ℎ , and ∝ is the wind velocity at the altitude of the relative roughness, values available for these places in the wind Atlas [28] .
The dynamic behavior of the power generated by the wind turbine operating in each of the study sites is shown in Figure 4 . 
Results
Results of Dynamic Behavior
Under the dynamic conditions established by the HEPGS in the different places of interest, the 
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Results of Dynamic Behavior
Under the dynamic conditions established by the HEPGS in the different places of interest, the complementarity of solar and wind energy with the energy delivered by the PEM cell was evaluated to supply the 200 W demand. With the purpose to achieve the desired power in the cell, the molar flow of oxygen and hydrogen was regulated by PID controllers, obtaining the flow behavior shown in Figures 5 and 6 . For the case of Ernesto Cortissoz airport, as shown in Figure 5 , during January to August the cell operated at a low loading rate with the molar flow for hydrogen and oxygen of 7.50 × 10 −05 mol/s because wind power generation along with solar energy supplied 67.7% of the total energy generated. However, from September to December, the flows had a variation between 0.0005 to 0.0045 mol/s which mean a fuel cell contribution of 53.45%, equivalent to 427.61 Wh in the year.
For the case of the Puerto Bolívar station, both the molar flow of hydrogen and oxygen that entered the PEM cell presented a constant behavior throughout the year with a value of 0.000075 mol/s as shown in Figure 5 . Due to the significant amount of wind energy generated, presenting a total of 2159.26 Wh (81.168%) of total wind and solar power generation, the total amount generated by the cell was approximately 484.32Wh (18.32%) for the whole year 2013. As to the behavior of the system operating at Simon Bolívar airport, during the period from January to March, the cell, produced with a low molar flow regime of both hydrogen and oxygen with a value of 0.0075 mol/s, reached the generation of wind and solar energy 40% of the total energy generated. While in early April to December, the PEM-type cell required the maximum molar flow of hydrogen and oxygen with a value of 0.0035 mol/s and 0.0017 mol/s, respectively, generating a total of 1314.69 Wh (73.03%).
Finally, the operation of the system at Alfonso Lopez airport, led to the cell having a low charge generation between January and early August, with a value of 7.50 × 10 −5 mol/s for the input of hydrogen and oxygen flow, thus giving a combined production between solar and wind power of 58.41%. While for molar flow of oxygen presented the first change on Saturday 3 August with a value of 0.0017 mol/s and hydrogen for Friday 9 August with a value of 0.00119 mol/s as shown in Figure 6 , which was associated to the significant change in meteorological conditions, caused by a decrease in wind speed in the place so that the generation of the wind and solar component of the system As to the behavior of the system operating at Simon Bolívar airport, during the period from January to March, the cell, produced with a low molar flow regime of both hydrogen and oxygen with a value of 0.0075 mol/s, reached the generation of wind and solar energy 40% of the total energy generated. While in early April to December, the PEM-type cell required the maximum molar flow of hydrogen and oxygen with a value of 0.0035 mol/s and 0.0017 mol/s, respectively, generating a total of 1314.69 Wh (73.03%).
Finally, the operation of the system at Alfonso Lopez airport, led to the cell having a low charge generation between January and early August, with a value of 7.50 × 10 −05 mol/s for the input of hydrogen and oxygen flow, thus giving a combined production between solar and wind power of 58.41%. While for molar flow of oxygen presented the first change on Saturday 3 August with a value The variations in the voltage and electrical current in the cell for the places studied are shown in Figure 7 , where it is highlighted that the maximum value of the current was presented for Alfonso Lopez Airport with an amount of 3.97 A at the end of May because, at this time, the speed of viewing was about 85% below its average value. On the other hand, the maximum voltage was not presented in the same place, but at Ernesto Cortissoz airport with a value of 61.8 V for 16 January, values that were the result of a cell power of 12.675 W, which is a low contribution of this component ( of 0.0017 mol/s and hydrogen for Friday 9 August with a value of 0.00119 mol/s as shown in Figure  6 , which was associated to the significant change in meteorological conditions, caused by a decrease in wind speed in the place so that the generation of the wind and solar component of the system decreased so that the PEM started to generate energy to supply the demand. In order to provide the energy demand at critical operational points, the cell reached the molar flow values of hydrogen and maximum oxygen at the beginning of August and December, with values of 0.0035 mol/s and 0.0017 mol/s respectively, operational points that represented an energy generation of 1015.78 Wh (66.84%). The variations in the voltage and electrical current in the cell for the places studied are shown in Figure 7 , where it is highlighted that the maximum value of the current was presented for Alfonso Lopez Airport with an amount of 3.97 A at the end of May because, at this time, the speed of viewing was about 85% below its average value. On the other hand, the maximum voltage was not presented in the same place, but at Ernesto Cortissoz airport with a value of 61.8 V for 16 January, values that were the result of a cell power of 12.675 W, which is a low contribution of this component (1.13%) compared to the other days of January, where the cell reached percentage peaks of generation on 1 and 2 January with values of 144.62 W and 123.79 W, respectively. The PEM fuel cell operates in cases of low electricity generation using wind and solar resources to reach the demand of 200 W. The power generation of the fuel cell was found by obtaining voltage and current from Figure 7 for each of the energy substations studied as shown in Figure 8 . The PEM fuel cell operates in cases of low electricity generation using wind and solar resources to reach the demand of 200 W. The power generation of the fuel cell was found by obtaining voltage and current from Figure 7 for each of the energy substations studied as shown in Figure 8 . The PEM fuel cell operates in cases of low electricity generation using wind and solar resources to reach the demand of 200 W. The power generation of the fuel cell was found by obtaining voltage and current from Figure 7 for each of the energy substations studied as shown in Figure 8 . For the demand of 200 W, the respective values for each energy source were obtained, allowing the complementarity of these energy alternatives to be evaluated in each station, where similar behavior is highlighted for the power generated by the photovoltaic solar panel in all the study sites. Additionally, it was determined that the PEM-type cell produced more energy in September for the Simon Bolívar airport with a monthly power of 158.3 W (9.45%), while a lower value was presented in Puerto Bolívar with 18.1 W (3.745%) as shown in Figure 9 , in which in the same way it can be observed that, in some months, the established demand was surpassed, due to the fact that the energy resource is fluctuating because of the given meteorological conditions, even the cell cannot stop working, that is why in the places where there are high values of wind and solar energy the demand was surpassed, which implies the storage of this one in a bank of ultracapactiors to minimize sudden variations in voltages and store energy in an electrolyzer to generate hydrogen to the fuel cell. For the demand of 200 W, the respective values for each energy source were obtained, allowing the complementarity of these energy alternatives to be evaluated in each station, where similar behavior is highlighted for the power generated by the photovoltaic solar panel in all the study sites. Additionally, it was determined that the PEM-type cell produced more energy in September for the Simon Bolívar airport with a monthly power of 158.3 W (9.45%), while a lower value was presented in Puerto Bolívar with 18.1 W (3.745%) as shown in Figure 9 , in which in the same way it can be observed that, in some months, the established demand was surpassed, due to the fact that the energy resource is fluctuating because of the given meteorological conditions, even the cell cannot stop working, that is why in the places where there are high values of wind and solar energy the demand was surpassed, which implies the storage of this one in a bank of ultracapactiors to minimize sudden variations in voltages and store energy in an electrolyzer to generate hydrogen to the fuel cell. 
Multiobjective Optimization
An optimization problem searches for the optimal value of a target function, which corresponds to a minimum or maximum of the function. However, in many engineering applications, intricate designs have required the lead to a simultaneous optimization of multiple functions which results in a conflict between objectives, which will improve one place to a worsening of the other. For this reason, the technique generates a matrix of decision variables with the possible optimal values of the problem. Equation (21) represents the mathematical expression of multiobjective optimization subject 
An optimization problem searches for the optimal value of a target function, which corresponds to a minimum or maximum of the function. However, in many engineering applications, intricate designs have required the lead to a simultaneous optimization of multiple functions which results in a conflict between objectives, which will improve one place to a worsening of the other. For this reason, the technique generates a matrix of decision variables with the possible optimal values of the problem. Equation (21) represents the mathematical expression of multiobjective optimization subject to the restriction of each of the functions and the range of evolution of the decision variables
. . , n, and X k,min ≤ X k ≤ X k, max , where X denotes the vector of the decision variables to be optimized, F(X) is the vector of the objective function, g i (X) are the inequality constraints, h i (X) are the equality constraints, X k,min and X k,max are lower and upper limits of the decision variables, respectively. For this case, the genetic algorithm of non-dominated classification (NSGA-II) [29, 30] , combined with the programming code of the model was used to optimize the objectives developed in this study.
The systems used for each site introduce the optimization of two objective functions in which the cost per kWh of energy generated and the amount of CO 2 emissions per year are minimized, calculated using Equations (22) and (23), respectively. (23) where LCE is the levelized cost energy, COM is the operating and maintenance cost, and P is related to the pressure. The objective functions are evaluated with respect to the parameters of the designed model, in order to select the decision variables of the genetic algorithm. Likewise, the range of values that can be taken by each optimization criterion is determined, which are considered as design restrictions for each of the cases. Table 1 shows the selected decision variables with the minimum and maximum values it takes during the parametric study and the multiobjective optimization. In this section, a parametric evaluation is performed on the system to calculate the effect of the variation of the selected decision variables on the target functions for each of the locations under study. Figure 10 shows the variations of the LCE and the amount of CO 2 emissions with the increase of the number of stacks and number of panels.
The result shows that, despite the different locations being studied, variations in target functions have the same trend for both cases, both in the increase in the number of panels and number of stacks. The increase in the number of installed panels increased the CO 2 emissions in the system, on the other hand, there was a decrease in costs per kWh due to the increase in energy generation capacity (Figure 10a,c) .
The increase in the number of stacks generated an increase in LCE but in turn, did not infer the amount of CO 2 emissions (Figure 10b,d) . The location that presented the highest LCE values was Simon Bolívar; for this reason, the use of the minimum number of stacks installed in the system was considered.
Decision Variables Symbol Maximum Value Minimum Value Criteria
In this section, a parametric evaluation is performed on the system to calculate the effect of the variation of the selected decision variables on the target functions for each of the locations under study. Figure 10 shows the variations of the LCE and the amount of CO2 emissions with the increase of the number of stacks and number of panels. This study shows that the town of Puerto Bolivar is the site with the highest amount of CO 2 emissions per year, thus being a determining factor in optimization.
In this case, 25 installation configurations were available for each of the power generation systems located in the airports of Puerto Bolívar, Ernesto Cortissoz, Alfonso Lopez, and Simon Bolívar; with 453 possible iterations inside the generic algorithm. During optimization in each of the locations, a population of 100 values was generated for each of the decision variables in the ranges determined, and these were taken to calculate the objective functions in each of the points. Moreover, thus 35 possible solutions of the objective functions were obtained. Figure 11 shows the Pareto frontiers for the LCE with the CO 2 emissions and three possible optimal points, in each of the locations. Figure 11 shows the areas of optimization composed by the zone of ideal solutions (IS) and the zone of non-ideal solutions (NIS). Also, it shows high values of CO 2 emissions at the Puerto Bolivar, so much so that the optimized minimum value was higher than the maximum amount of CO 2 emissions by the system located at Simon Bolivar. Also, it was observed that the optimum values in the Ernesto Cortissoz and Alfonso Lopez systems are similar. Therefore, possible ideal solutions will be close to each other. The figure indicates that the system with the highest cost per kWh generated was the one located in Simon Bolivar, but it was also the system with the lowest CO 2 emissions. Figure 11 shows the areas of optimization composed by the zone of ideal solutions (IS) and the zone of non-ideal solutions (NIS) Figure 12 presents the dispersed distributions of the design variables that evidence the evolution of their values during the optimization process for the Puerto Bolívar, Ernesto Cortissoz, Alfonso Lopez, and Simon Bolívar locations, located from top to bottom, respectively. In other words, Figure  12a shows the evolution of the number of panels selected as the first selection criterion during optimization and, in addition to top-down, represents the evolution in each of the locations; Figure  12b represents the same conditions for the second criterion that corresponds to the number of stacks. Figure 12 presents the dispersed distributions of the design variables that evidence the evolution of their values during the optimization process for the Puerto Bolívar, Ernesto Cortissoz, Alfonso Lopez, and Simon Bolívar locations, located from top to bottom, respectively. In other words, Figure 12a shows the evolution of the number of panels selected as the first selection criterion during optimization and, in addition to top-down, represents the evolution in each of the locations; Figure 12b represents the same conditions for the second criterion that corresponds to the number of stacks.
For Puerto Bolivar, the number of panels has a dispersed distribution centered; this indicates that its trend is not close to any of the limits of the variable. The second criterion, if it has a tendency close to one of its limits, and that the evolution of the number of stacks tends to the upper limit of the domain during optimization, therefore suggests that this criterion puts at risk the minimization of both functions.
The second row refers to the location of Ernesto Cortissoz, showing an evolution of the number of panels dispersed with a centered distribution. It can be observed that there is no dispersion in the evolution of the number of stacks during optimization, taking the value of the lower limit. This suggests that the latter is the selection criterion that guarantees the solution closest to the ideal.
The evolution of Alfonso Lopez is similar to that described in Ernesto Cortissoz with respect to the number of panels. On the other side, during the distribution of the values of the number of stacks, some have presented small dispersions that try to move away from the lower limit of the domain, they are not significant, however, indicated a variation of the criteria of decision. Likewise, the locality of Simon Bolívar shows a distribution similar to the previous ones with respect to the number of panels; but it shows high dispersions in the evolution of the number of stacks, which suggests some compensations during the optimization.
The results indicate that these design variables are determinant to identify the critical points of the objective functions proposed for the optimization of the systems.
The optimization problem generates multiple possible solutions that correspond to optimal values limited by the design constraints of the system, as shown in Figure 11 . For this reason, it is necessary to use a mathematical algorithm that identifies the point with the solution closest to the ideal [31, 32] . In this article, it presented the technique of order preference by similarity with the ideal solution (TOPSIS) for the choice of the final solution. Its mathematical principle is based on the identification of the point with the shortest distance from the ideal positive solution and to itself, with the longest distance from the ideal negative solution; conditions that are calculated by Equation (24) 
where d ib and d iw are the distances from the points to the ideal positive and negative solution, respectively; t ij is the reference value of alternative i for objective j, t bj and t wj are the ideal and non-ideal values, respectively. For Puerto Bolivar, the number of panels has a dispersed distribution centered; this indicates that its trend is not close to any of the limits of the variable. The second criterion, if it has a tendency close to one of its limits, and that the evolution of the number of stacks tends to the upper limit of the domain during optimization, therefore suggests that this criterion puts at risk the minimization of both functions. The second row refers to the location of Ernesto Cortissoz, showing an evolution of the number of panels dispersed with a centered distribution. It can be observed that there is no dispersion in the The relative proximity to the ideal solution (S iw ) is calculated using Equation (25)
where the best solution is the one whose S iw is the closest to 1. Figure 11 shows the 12 points that meet the optimization requirements, in addition, the intermediate points at each border correspond to the optimal values calculated with TOPSIS. Table 2 shows the values of the model parameters evaluated at each of the optimal points of the Pareto frontiers. The multicriteria decision technique indicated that points B, E, H, and K are nearest to the ideal solution; therefore, are considered the optimized values for the solution of the case studies. Table 3 shows the optimal results of the multiobjective optimizations for each location. The Ernesto Cortissoz airport represents a total cost of $USD 189.532 and, in turn, the lowest costs for power generation with a generating capacity of 824.123 kWh of which 10.516 W (11.2%) are not used. This result is explained by the high number of panels installed compared to other locations, because it increases the capacity of the energy generation system. Also, this provides an increase in the amount of emissions as a result of the process of generating solar energy. On the other hand, Puerto Bolivar represents a total cost of $USD 208.657 for the generation of 769.306 kWh of which 7.388 Wh (8.4%) of energy is not used. Alfonso Lopez airport has a system with a generating capacity of 725.039 kWh of which 5.258 Wh (6.35%) is not used, and the total cost of the system is $USD 186.773, while the system operating in Simon Bolivar airport has a cost of $USD 184.014 and a generation capacity of 639.789 kWh entirely usable which means a maximum use of production. 
Conclusions
In countries where hybrid energy generation systems have been implemented and used, there have been positive results in the energy transition due to the advantages of renewable energy generation systems and the tendency to use less fossil fuels. In Colombia, specifically in the Caribbean region, there is an important renewable resource that, when complemented with electrochemical generation systems such as fuel cell in a hybrid system, presents results of great technical and economic viability. When evaluating the performance of the system in the different places studied, a similar solar power profile was noted due to the proximity of these places in the Colombian Caribbean region, but the wind behavior was different, so the small-scale hybrid system performance is particular to each place and must be well characterized.
An important trend in the Colombian context was identified, because it has been confirmed that the place where these projects have viability, due to the high solar and wind energy resources, coincide with a non-interconnected zone of the country. These results mark a clear tendency to continue evaluating this type of systems with real meteorological data, because these systems can supply all the energy required by the country.
According to the wind energy resource, there is a significant difference between the Puerto Bolivar station and the others, for which the implementation of a PEM is of great help in departments such as Magdalena, however, in the case of the station located in La Guajira (Puerto Bolivar), the use of the PEM has no significant effect on the overall generation of the system where the highest wind power values in the country are presented, implying a low-load operation of the PEM cell type. The results of the wind energy generated show the stock of areas that can be estimated as important wind resources, such as Puerto Bolivar and Ernesto Cortissoz airport, places where the hybrid system would operate with the cell at low load.
The multivariate optimization analysis showed that at the Ernesto Cortissoz airport, although the highest total cost was obtained, the lowest costs were obtained for the generation of energy; however, there are greater quantities of CO 2 emissions due to the large number of solar panels used. By reducing the number of elements used in the different places studied, it was not guaranteed a much more environmentally friendly system, as is the case of Puerto Bolivar that used one-third of solar panels in parallel and obtained emissions of kg CO 2 per year and energy costs similar to the airport Ernesto Cortissoz. On the other hand, at Simón Bolívar airport, the optimization obtained the lowest emissions at a much higher energy cost because all the energy generated was consumed.
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